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Air Filter Testing Laboratories, Inc.

4632 Old LaGrange Road . Crestwood, Kentucky 40014 . Phone (502) 222-5720

REPORT No. J345

TEST REQUESTED BY: PERMATRON CORPORATION
MANUFACTURER: PERMATRON CORPORATION
PRODUCT NAME: ELECTROSTATIC AIR CLEANER
HOW LABORATORY PROCURED TEST SAMPLE: FURNISHED BY MANUFACTURER
MODEL NO.: HFA WOVEN & NONWOVEN SYNTHETIC
DIMENSIONS: 24" H X 24" WX 1" D

ATMOSPHERIC DUST PARTICLE SIZE EFFICIENCY TEST

PARTICLE COUNTS ON ATMOSPHERIC AIR SAMPLE WERE TAKEN UPSTREAM AND
DOWNSTREAM OF THE TEST FILTER USING A CLIMET INSTRUMENT MODEL 208A
ELECTRO OPTICAL AIRBOURNE PARTICLE ANALYZER.

THE FILTER PARTICLE SIZE EFFICIENCY RESULTS ARE AS LISTED BELOW:
TEST AIR FLOW RATE: A2 CFM
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